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ABSTRACT 
The combination of several concepts of new energy technologies may make it possible to reduce the cnergy 
needs for thermal comfort, especially cooling and dehumidification, in small sized, single-story cnmmercial 
buildings. The potentials and limitations of retrofit technology for these characteristic structures have 
been the focus of the experience gained through the design and installation of a system adapted to a building 
constructed in the early 1960's. The existing split package air conditioning system was combined with a 
desiccant air-conditioning unit with a waste heat and solar heat reclaim component. While this retrofit 
system is feasible, a number of questions remain to be considered regarding the design, installation and 
operation of the total system. This paper focuses on the practical applications of such a hybrid system - 
both architectural/construction issues and the mechanical components/system considerations. 
INTRODUCTION 
A significant source of thermal diecomfort in 
the hot, humid climatological regions of the U . S .  is 
the high humidities prevalent during much of the 
year. The use of dehumidification systems has been 
suggested as a means to remedy this condition. 
Desiccant dehumidification, incorporating either a 
liquid or solid desiccant, is considered a viable 
system to achieve acceptable thermal comfort (1). 
If used with conventional fuels. it is unlikely that 
these systems would produce any energy swings. A 
demonstration project, retrofitted to a character- 
istic small commercial building type, located on the 
Louisiana State University campus, involves the 
absorption properties of a salt solution to reduce 
the humidity of an outdoor air supplied to improve 
thermal comfort of the interior space. As the 
liquid desiccant becomes saturated with water, waste 
heat from an air conditioning condensing unit is 
combined with air heated passively in an attic to 
regenerate the desiccant. A prototype open-cycle, 
liquid desiccant dehumidification system has been 
adapted to the existing mechanical system of the 
building (Figure 1). Guidelines for retrofitting 
existing commercial buildings as well as design 
concepts for new construction incorporating the 
proposed hybrid system have been developed as a 
result of this experience. Test data indicate that 
the system can perform to achieve desired results. 
The work necessary to optimize the design and 
construction of a marketable system remains. 
OVERALL SYSTEM 
There are two major parts of the retrofitted 
air conditioning system: the regenerator and its 
supporting equipment and the dehumidifier. The 
regenerator side of the system (Figure 2).  includes 
a storage tank, a packed tower (the actual regenera- 
tor) and a gas-to-liquid heat exchanger coupled to 
an existing air conditioning condensing unit 
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Figure 1. Overall Mechanical System 
(Figure 3). The dehumidifier (Figure 4 ) .  is 
connected with new ductwork to the existlng air 
handling unit and air distribution system of the 
characteristic building. 
REGENERATOR SIDE 
Storage Tank 
The brine solution is stored in a 360 gallon 
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Figure  3. Hybrid System 
(1363 l i t e r )  un insu la ted  p l a s t i c  tank. Thermal 
s t o r a g e  is  no t  requ i red  of t h i s  p a r t  of t h e  system. 
This  provides s u f f i c i e n t  s t o r a g e  f o r  those  times 
when r e g e n e r a t i o n  i s  n o t  p o s s i b l e .  The s o l u t i o n  
s t r a t i f i e s  w i t h  t h e  more d i l u t e  b r i n e  a t  t h e  top  and 
t h e  concent ra ted  s o l u t i o n  a t  t h e  bottom of t h e  tank.  
A 42 p e r c e n t ,  by weight ,  s o l u t i o n  i s  produced by 
mixing 1500 lbm (681 ki lograms) of calcium c h l o r i d e  
with 200 g a l l o n s  (756.7 l i t e r s )  of water .  The 
r e g e n e r a t o r  is  suppl ied  from t h e  t o p  of  t h e  tank. 
Heat Exchanger 
A s  a  p re l iminary  s t e p  i n  t h e  d ry ing  process ,  
t h e  d i l u t e  s o l u t i o n  i s  heated us ing  t h e  waste  h e a t  
of condensat ion of t h e  e x i s t i n g  a i r  c o n d i t i o n i n g  
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Figure  4. Dehumidif ier  S i d e  
exchanger tubes ,  each 8 f e e t  (2.438 meters )  i n  
l eng th .  Frr!on i s  con ta ined  i n  t h e  i n n e r  tube ,  which 
h a s  a  f inned  i n n e r  s u r f a c e  and a knurled o u t e r  
s u r f a c e  t o  enhance h e a t  t r a n s f e r .  These u n i t s  were 
arranged a s  a p a i r  of h e a t  exchangers  of t h r e e  tubes  
each t o  minimize p r e s s u r e  l o s s .  
Regenerator  
From t h e  h e a t  exchanger t h e  ho t  s a l t  s o l u t i o n  
e n t e r s  a t  a  f low r a t e  of 18  t o  20 g a l l o n s  p e r  minute 
(1.13 t o  1.26 l i t e r s  per  second) . The s o l u t i o n  is  
sprayed i n t o  t h e  r e g e n e r a t o r ,  e s s e n t i a l l y  a  f i b e r -  
g l a s s  box 2 f e e t  (0.609 meters )  on a  s i d e  by 8 f e e t  
(2.438 meters)  h i g h ,  through a  n o z z l e  t o  d i s t r i b u t e  
i t  evenly a c r o s s  t h e  top  of  t h e  packing m a t e r i a l .  A 
vapor b a r r i e r  l o c a t e d  above t h e  spray  nozz le  p revents  
t h e  s o l u t i o n  from be ing  blown o u t  of t h e  top.  
Ducted from t h e  a t t i c ,  hot  a i r  i n  t h e  tempera- 
t u r e  range of 130-14B°F (55.8 t o  64.8OC) is  blown 
i n t o  t h e  re[:enerator a t  900 c u b i c  f e e t  per  minute 
(427.3 l i t e r s  per  second) . The s a l t  s o l u t i o n  
cascades  down t h e  packing m a t e r i a l ,  meet ing t h i s  
counte r f lowing  ho t  a i r  t h a t  c a r r i e s  away some of t h e  
wate r  i n  t h e  s o l u t i o n .  T h i s  a i r  becomes s a t u r a t e d  
and c a r r i e s  away mois ture  and i s  exhausted t o  t h e  
outdoors .  The s a l t  s o l u t i o n  t h a t  remains i s  
c o l l e c t e d  a t  t h e  base  of t h e  r e g e n e r a t o r  f o r  
r e c i r c u l a t i o n .  On each p a s s  through a  s m a l l  
q u a n t i t y ,  one-half t o  one g a l l o n  (1.893 t o  3.785 
l i t e r s )  p e r  minute,  is b led  o f f  and r e t u r n e d  t o  t h e  
s t o r a g e  tank  t o  be used l a t e r  i n  t h e  dehumidi f ie r .  
DEHUMIDIFIER SIDE 
The dehumidi f ie r  c o n s i s t s  of two major p a r t s :  a  
cross-f low,  f l a t  p l a t e  h e a t  exchanger and a  vapor 
b a r r i e r .  A demis te r  i s  used t o  p revent  s o l u t i o n  from 
being carrLsd i n t o  t h e  supply a i r  s t ream. 
equipment. This  component c o n s i s t s  of s i x  h e a t  
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Return a i r  from t h e  condi t ioned  space a c t s  a s  a  
coo l ing  medium a f t e r  i t  has been s a t u r a t e d  wi th  
wate r ,  lowering i t s  temperature t o  67OF (19.7'C) . 
A f i n e  spray  of water  both c o o l s  t h e  a i r  and c o a t s  
t h e  s u r f a c e  of t h e  h e a t  exchanger. which enhances 
i t s  h e a t  t r a n s f e r  c h a r a c t e r i s t i c s .  A f t e r  pass ing  
through t h e  h e a t  exchanger, t h i s  a i r  is exhausted t o  
t h e  outdoors .  
Outside a i r  e n t e r s  t h e  dehumidi f ie r  a t  97°F DB 
(36.4"C) and 80°F WB (27.0°C) a t  a  f low r a t e  of 1500 
cubic  f e e t  p e r  minute (712.1 l i t e r s  p e r  second).  
This  a i r  i s  blown i n t o  t h e  h e a t  exchanger where i t  
i f i  cooled and dehumidified through c o n t a c t  wi th  t h e  
concentrated s a l t  s o l u t i o n  b e f o r e  be ing  introduced 
i n t o  t h e  b u i l d i n g .  The l i q u i d  d e s i c c a n t ,  a  4 2  
percent  calcium c h l o r i d e  s o l u t i o n ,  is sprayed i n t o  
t h e  f r e s h  outdoor a i r  s t ream a t  a  r a t e  of 20 g a l l o n s  
per  minute (1.26 l i t e r s  per  second) . The s o l u t i o n  
absorbs 66 lbm/hr (30 k g l h r )  of wate r  from t h e  a i r  
s t ream, assuming an approach f a c t o r  of  80 p e r c e n t .  
i .e., t h e  d e s i c c a n t  absorbs  80 percen t  of t h e  
t h e o r e t i c a l  maximum p o s s i b l e .  The cooled o u t s i d e  
a i r  e n t e r s  t h e  condi t ioned  space  a t  7E°F DB (25.g°C) 
and 62°F WB (17,0°C) which produces t h e  d e s i r e d  
thermal  comfort l e v e l .  The l e v e l  of d e s i c c a n t  i n  
t h e  dehumidi f ie r  i s  c o n t r o l l e d  by a  f l o a t  v a l u e  a s  
t h e  s o l u t i o n  is f e d  t o  t h e  u n i t  by g r a v i t y  from t h e  
s t o r a g e  tank. A p o r t i o n  of t h e  d i l u t e d  s o l u t i o n  is  
re turned  t o  t h e  r e g e n e r a t o r .  The a i r  d i s t r i b u t i o n  
system p r i o r  t o  and a f t e r  r e t r o f i t  a r e  shown i n  
F igures  5 and 6. r e s p e c t i v e l y .  
Many e x i s t i n g  s m a l l  commercial b u i l d i n g s ,  
e s p e c i a l l y  s i n g l e - s t o r y  s t r u c t u r e s .  possess  t h e  
phys ica l  f e a t u r e s  t h a t  a r e  necessary  f o r  r e t r o -  
f i t t i n g  a  dehumidi f ica t ion  system. Genera l ly  
speaking,  i t  is t h e  c h a r a c t e r  and c o n s t r u c t i o n  of  
t h e  roof t h a t  is  a  dec id ing  f a c t o r .  If t h e  roof is  
not supported by p r e f a b r i c a t e d  t r u s s e s .  b u i l d i n g s  
wi th  e i t h e r  l i g h t  wood o r  meta l  framing may be good 
candida tes  f o r  r e t r o f i t .  When t h e  roof  suppor t  i s  a  
b raced- ra f te r  framing system work i n  t h e  a t t i c  space  
is more e a s i l y  accomplished. A l a r g e  a t t i c  volume 
i s  d e s i r a b l e  and t h i s  should be a s s o c i a t e d  w i t h  high 
s l o p e s .  i n  t h e  o rder  of 5 i n  12 o r  g r e a t e r .  
roof ing  m a t e r i a l  should be  of a  d a r k  c o l o r .  
 lat ti on must be provided between t h e  a t t i c  h e a t  
c e  and t h e  condit ioned space.  I f  t h e  i n s u l a t i o n  
[las d e t e r i o r a t e d ,  i t  should be rep laced  and 
cons idera t ion  should be g iven  t o  t h e  i n s t a l l a t i o n  of 
a d d i t i o n a l  i n s u l a t i o n  i n  most c a s e s .  T y p i c a l l y ,  t h e  
s t r u c t u r e  should be  a  s i n g l e - s t o r y  i n  h e i g h t .  bu t  
some two-story s t r u c t u r e s  may be inc luded ,  i f  t h e  
roof c o n s t r u c t i o n  c h a r a c t e r i s t i c s  a r e  s i m i l a r  t o  
those  i n d i c a t e d .  
CONCLUSIONS 
Fur ther  s tudy  of  t h i s  system i s  necessary  and a  
number of a r e a s  f o r  f u r t h e r  development e x i s t .  
F i r s t ,  t h e  major concern i s  t h e  o p t i m i z a t i o n  of t h e  
components and t h e  t o t a l  system. A l i f e  c y c l e  c o s t  
a n a l y s i a  is  necessary  t o  determine r e d u c t i o n s  i n  
both equipment f i r s t  c o s t s  and system o p e r a t i n g  
c o s t s .  I t  i s  d e s i r a b l e  t o  have a l l  r e t r o f i t  
components i n  one package o r  modules t h a t  can be 
adapted t o  v a r i o u s  s i t e  c o n d i t i o n s .  I n  a  c l i m a t i c  
zone with mild w i n t e r s  equipment can be l o c a t e d  
outdoors  and exposed t o  t h e  weather ,  y e t  
c o n s i d e r a t i o n  should be g iven  t o  t h e  r e d u c t i o n  of 
F igurc  5.  A i r  D i s t r i b u t i o n  System - 
Before R e t r o f i t  
\ I 
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Figure  6 .  A i r  D i s t r i b u t i o n  System - 
A f t e r  R e t r o f i t  
a r e a  and space  requirements  f o r  t h e  system. A l l  of 
t h e  connec t ions  t o  t h e  e x i s t i n g  system. plumbing, 
e l e c t r i c a l ,  and mechanical  need t o  be s i m p l i f i e d .  
Cos t s  of  r e t r o f i t  i n s t a l l a t i o n s  w i l l  depend g r e a t l y  
on t h e  complexity of t h e  c o n t r o l  system and 
e l e c t r i c a l  s e r v i c e  requ i rements .  
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